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NOTES:

(THIS SHEET ONLY)

START-UP AND INSTRUMENT MANIFOLD FOR OASIS MARK Il MRI
CHILLER SYSTEM. SEE DETAIL ON SHEET MS305.

START-UP AND INSTRUMENT MANIFOLD FOR ECHELON OVAL MRI
CHILLER SYSTEM. SEE DETAIL ON SHEET MS305.

@ VARIABLE VOLUME BOXES DO NOT HAVE HOT WATER.

@ 255" HWS/HWR. 4” UP TO ROOF AND 2%" HWS/HWR DOWN TO 3rd
FLOOR.

DDC SYSTEM FAN START SWITCH FOR FAN EF-1-4SRF-7. SEE
CONTROLS AND COORDINATE LOCATION WITH MRI VENDOR.

@ DDC SYSTEM FAN START SWITCH FOR FAN EF-1-4SRF-6. SEE
CONTROLS AND COORDINATE LOCATION WITH MRI VENDOR.

PROVIDE INDICATED TERMINALS OR REHEAT COIL WITH 3—WAY HEATING
CONTROL VALVE AS DETAILED. ALL OTHER UNITS NOT IDENTIFIED WITH
THIS NOTE SHALL BE CONTROLLED BY 2-WAY PRESSURE
INDEPENDENT CONTROL VALVE AS SPECIFIED.

PROVIDE 3" BALL VALVES FOR ISOLATION AND DRAIN VALVES WITH
HOSE THREADED CONNECTIONS WITH SCREW-ON GASKETED CAP ON
HWS /HWR.

PROVIDE ON SPACE TEMPERATURE SENSOR FROM TERMINALS VAV-425
AND VAV-426 IN THIS ROOM.

DDC CONTROL PANEL FOR THIS FLOOR AT THIS LOCATION.
@ CONNECT DRAINS FROM ALL ROOF TOP EQUIPMENT TO SANITARY.
3" STEAM CONDENSATE PIPE FROM HUMIDIFIER STEAM TRAP IN

e e N\ . AH-1-4SRF-3 ABOVE.
fe | oG | (13) TWO J5” STEAM CONDENSATE PIPES FROM AH—1-4SRF—2 HEATING
. COIL AND HUMIDIFIER STEAM TRAPS.
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